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March 27, 2019 

City of Lakewood 
12650 Detroit Avenue Lakewood, 
Ohio  44107 

RE: Lead Based Paint Survey 

Former Cove United Methodist Church, 12525 Lake Avenue; Lakewood, Ohio 44107 
OH42564 

Description of Work 

EA Group, Mentor, Ohio was contracted by the City of Lakewood to assess the presence of potential 
lead-based paint (LBP) in the former United Methodist Church at 12525 Lake Avenue in Lakewood, 
Ohio.  The LBP survey was performed in substantial accordance with, but not necessarily to comply 
with, the U.S. EPA Renovation, Repair and Painting (RRP) Rule (40 CFR 745), including for “Child-
Occupied Facilities” (COF), to assess potential specific restrictions or requirements during any 
renovation, repair, or painting activities.  The survey was performed by EA Group’s licensed Lead 
Risk Assessor Scott Landis (LA002860) on March 11, 2019.   

XRF Testing Procedures 

Surveying was performed using a Thermo Scientific NITON® x-ray fluorescence (XRF) analyzer, 
with a total of 27 different interior and exterior component types, of varying substrates, being 
assessed.  Surfaces that resulted in a lead concentration greater than or equal to 1 milligram per square 
centimeter (1 mg/cm²) were classified as LBP.  Initial daily calibration checks and on-site calibration 
(verification) checks were also performed, and were within the recommended ranges.  Calibration 
checks were also taken in the test mode using the manufacturer’s National Institute of Standards and 
Technologies (NIST)-traceable standard.   

Room/area designations for the survey are identified on the attached schematic.  The results of the 
survey are summarized in Table 1, attached.  The sides (or walls) in a room are identified sequentially 
(A,B,C,D), with Side A being the wall with the entry doorway, then proceeding in clockwise order.  
All components within a given room/area were assessed; therefore, the results apply only to that 
specific room/area.   
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XRF Survey Results 

As shown in Table 1, none of the components tested by XRF were indicated to contain LBP; 
therefore, none of the components tested would be subject to specific restrictions or requirements 
during any renovation, repair, or painting activities under the U.S. EPA RRP Rule.   

Several components in several areas had XRF results above the limit of detection but below 1 mg/cm².  
The paints on these components may still contain lead, but the lead levels would not exceed the 
thresholds that require RRP rules to be followed.   

If you have any questions or concerns regarding the above information, please contact the 
undersigned.  Thank you for consulting EA Group. 

Sincerely, 

EA Group 

Timothy S. Bowen, Scott Landis, LA002860 
Vice President/Technical Director Lead Risk Assessor 
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Table 1.  XRF Survey Results March 11, 2019

City of Lakewood Scott Landis, LA002860

Former Cove United Methodist Church, 12525 Lake Ave; Lakewood, OH  44107 EAG OH42564

# FLOOR ROOM Component Substrate Side Condition Color Results PbC

1 SHUTTER_CAL 3.21

2 CAL_CHECK Negative 0.9

3 CAL_CHECK Positive 1.2

4 CAL_CHECK Negative 0.9

5 CAL_CHECK Negative 0.9

6 CAL_CHECK Negative 0.9

7 SECOND BALCONY OPEN WALL WOOD A INTACT WHITE Negative < LOD

8 SECOND BALCONY OPEN WALL DRYWALL B INTACT WHITE Negative < LOD

9 SECOND BALCONY OPEN WALL DRYWALL D INTACT WHITE Negative < LOD

10 SECOND BALCONY OPEN WALL DRYWALL C INTACT WHITE Negative < LOD

11 SECOND BALCONY OPEN PEW WOOD C INTACT VARNISH Negative < LOD

12 SECOND BALCONY OPEN CEILING WOOD C INTACT VARNISH Negative < LOD

13 SECOND BALCONY ROOM 1 WALL WOOD A INTACT VARNISH Negative < LOD

14 SECOND BALCONY ROOM 1 WALL WOOD B INTACT VARNISH Negative < LOD

15 SECOND BALCONY ROOM 1 WALL CONCRETE C INTACT BLUE Negative < LOD

16 SECOND BALCONY ROOM 1 WALL WOOD D INTACT VARNISH Negative < LOD

17 SECOND BALCONY ROOM 1 RADIATOR METAL C INTACT BEIGE Negative < LOD

18 SECOND BALCONY ROOM 2 RADIATOR METAL C INTACT BEIGE Negative < LOD

19 SECOND BALCONY ROOM 2 WALL DRYWALL A INTACT BLUE Negative < LOD

20 SECOND BALCONY ROOM 2 WALL DRYWALL B INTACT BLUE Negative < LOD

21 SECOND BALCONY ROOM 2 WALL DRYWALL C INTACT BLUE Negative < LOD

22 SECOND BALCONY ROOM 2 WALL DRYWALL D INTACT BLUE Negative < LOD

23 SECOND BALCONY ROOM 2 BASEBOARD WOOD D INTACT WHITE Negative < LOD

24 SECOND BALCONY ROOM 2 DOOR WOOD A INTACT WHITE Negative < LOD

25 SECOND BALCONY STAIRS WALL WOOD A INTACT VARNISH Negative < LOD

26 SECOND BALCONY STAIRS WALL WOOD B INTACT VARNISH Negative < LOD

27 SECOND BALCONY STAIRS WALL WOOD C INTACT VARNISH Negative < LOD

28 SECOND BALCONY STAIRS WALL WOOD D INTACT VARNISH Negative < LOD

29 SECOND BALCONY STAIRS STRINGER WOOD D INTACT VARNISH Negative < LOD

30 SECOND BALCONY STAIRS HANDRAIL WOOD D INTACT VARNISH Negative < LOD

31 FIRST SACRISTY B DOOR WOOD A INTACT VARNISH Negative < LOD

32 FIRST SACRISTY B WALL RAIL WOOD A INTACT VARNISH Negative < LOD

33 FIRST SACRISTY B WALL DRYWALL A INTACT WHITE Negative < LOD

34 FIRST SACRISTY B WALL DRYWALL B INTACT WHITE Negative < LOD

35 FIRST SACRISTY B WALL DRYWALL C INTACT WHITE Negative < LOD

36 FIRST SACRISTY B WALL CONCRETE D INTACT WHITE Negative < LOD

37 FIRST SACRISTY B DOOR METAL C INTACT WHITE Negative < LOD

38 FIRST SACRISTY A DOOR WOOD C INTACT WHITE Negative < LOD

39 FIRST SACRISTY A DOOR CASING METAL C INTACT BROWN Negative < LOD

40 FIRST SACRISTY A WALL DRYWALL A INTACT YELLOW Negative < LOD

41 FIRST SACRISTY A WALL CONCRETE B INTACT YELLOW Negative < LOD

42 FIRST SACRISTY A WALL DRYWALL C INTACT YELLOW Negative < LOD

43 FIRST SACRISTY A WALL DRYWALL D INTACT YELLOW Negative < LOD
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44 FIRST SACRISTY A CABINET WOOD B INTACT BEIGE Negative < LOD

45 FIRST SANCTUARY WALL WOOD A INTACT VARNISH Negative < LOD

46 FIRST SANCTUARY WALL WOOD B INTACT VARNISH Negative < LOD

47 FIRST SANCTUARY WALL WOOD C INTACT VARNISH Negative < LOD

48 FIRST SANCTUARY WALL WOOD D INTACT VARNISH Negative < LOD

49 FIRST SANCTUARY ARCH WOOD D INTACT VARNISH Negative < LOD

50 FIRST SANCTUARY PEW WOOD D INTACT VARNISH Negative < LOD

51 FIRST SANCTUARY CEILING WOOD D INTACT VARNISH Negative < LOD

52 FIRST SANCTUARY RADIATOR METAL D INTACT BEIGE Negative < LOD

53 FIRST SANCTUARY DOOR WOOD A INTACT VARNISH Negative < LOD

54 FIRST PARLOR DOOR WOOD A INTACT VARNISH Negative < LOD

55 FIRST PARLOR WALL WOOD B INTACT VARNISH Negative < LOD

56 FIRST PARLOR WALL WOOD C INTACT VARNISH Negative < LOD

57 FIRST PARLOR WALL WOOD D INTACT VARNISH Negative < LOD

58 FIRST PARLOR DOOR CASING METAL C INTACT BROWN Negative < LOD

59 FIRST PARLOR RADIATOR METAL B INTACT BEIGE Negative < LOD

60 FIRST CRIB RM RADIATOR METAL B INTACT BEIGE Negative < LOD

61 FIRST CRIB RM DOOR CASING METAL A INTACT BROWN Negative < LOD

62 FIRST CRIB RM WALL CONCRETE B INTACT YELLOW Negative < LOD

63 FIRST CRIB RM WALL DRYWALL C INTACT YELLOW Negative < LOD

64 FIRST CRIB RM WALL DRYWALL D INTACT YELLOW Negative < LOD

65 FIRST CRIB RM CEILING WOOD D INTACT VARNISH Negative < LOD

66 FIRST MEN WALL CONCRETE A INTACT WHITE Negative < LOD

67 FIRST MEN WALL CONCRETE B INTACT WHITE Negative < LOD

68 FIRST MEN WALL CONCRETE C INTACT WHITE Negative < LOD

69 FIRST MEN WALL CONCRETE D INTACT WHITE Negative < LOD

70 FIRST MEN DOOR WOOD A INTACT GREEN Negative 0.24

71 FIRST MEN PARTITION METAL A INTACT YELLOW Negative < LOD

72 FIRST CUSTODIAN WALL CONCRETE A INTACT YELLOW Negative < LOD

73 FIRST CUSTODIAN WALL CONCRETE B INTACT YELLOW Negative < LOD

74 FIRST CUSTODIAN WALL CONCRETE C INTACT YELLOW Negative < LOD

75 FIRST CUSTODIAN WALL CONCRETE D INTACT YELLOW Negative < LOD

76 FIRST CUSTODIAN DOOR CASING METAL A INTACT BROWN Negative < LOD

77 FIRST WOMEN DOOR CASING METAL A INTACT TAN Negative < LOD

78 FIRST WOMEN WALL CONCRETE A INTACT TAN Negative < LOD

79 FIRST WOMEN WALL CONCRETE C INTACT YELLOW Negative < LOD

80 FIRST WOMEN WALL CONCRETE D INTACT YELLOW Negative < LOD

81 FIRST WOMEN PARTITION METAL D INTACT YELLOW Negative < LOD

82 FIRST WOMEN DOOR WOOD C INTACT PINK Negative 0.3

83 FIRST KITCHENETTE DOOR WOOD C INTACT GREEN Negative 0.25

84 FIRST KITCHENETTE WALL DRYWALL A INTACT YELLOW Negative < LOD

85 FIRST KITCHENETTE WALL CONCRETE B INTACT YELLOW Negative < LOD

86 FIRST KITCHENETTE WALL CONCRETE C INTACT YELLOW Negative < LOD
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87 FIRST KITCHENETTE WALL DRYWALL D INTACT YELLOW Negative < LOD

88 FIRST CORRIDOR WALL DRYWALL A INTACT VARNISH Negative < LOD

89 FIRST CORRIDOR WALL DRYWALL B INTACT VARNISH Negative < LOD

90 FIRST CORRIDOR WALL CONCRETE C INTACT YELLOW Negative < LOD

91 FIRST CORRIDOR WALL CONCRETE D INTACT YELLOW Negative < LOD

92 FIRST CORRIDOR RADIATOR METAL D INTACT YELLOW Negative < LOD

93 FIRST CORRIDOR DOOR METAL B INTACT BROWN Negative < LOD

94 FIRST PASTOR DOOR METAL B INTACT BROWN Negative < LOD

95 FIRST PASTOR WALL WOOD A INTACT VARNISH Negative < LOD

96 FIRST PASTOR WALL WOOD B INTACT VARNISH Negative < LOD

97 FIRST PASTOR WALL WOOD C INTACT VARNISH Negative < LOD

98 FIRST PASTOR WALL WOOD D INTACT VARNISH Negative < LOD

99 FIRST LAV WALL DRYWALL A INTACT WHITE Negative < LOD

100 FIRST LAV WALL DRYWALL B INTACT WHITE Negative < LOD

101 FIRST LAV WALL DRYWALL C INTACT WHITE Negative < LOD

102 FIRST LAV CEILING DRYWALL D INTACT WHITE Negative < LOD

103 FIRST LAV DOOR CASING METAL A INTACT BROWN Negative < LOD

104 FIRST SECRETARY DOOR CASING METAL A INTACT BROWN Negative < LOD

105 FIRST SECRETARY WALL DRYWALL A INTACT WHITE Negative < LOD

106 FIRST SECRETARY WALL DRYWALL B INTACT WHITE Negative < LOD

107 FIRST SECRETARY WALL DRYWALL C INTACT WHITE Negative < LOD

108 FIRST SECRETARY WALL DRYWALL D INTACT WHITE Negative < LOD

109 FIRST SECRETARY CHAIR RAIL WOOD D INTACT BROWN Negative < LOD

110 FIRST SECRETARY RADIATOR METAL B INTACT WHITE Negative < LOD

111 FIRST MIMEO RADIATOR METAL D INTACT BEIGE Negative < LOD

112 FIRST MIMEO DOOR CASING METAL A INTACT BROWN Negative < LOD

113 FIRST MIMEO WALL DRYWALL A INTACT YELLOW Negative < LOD

114 FIRST MIMEO WALL DRYWALL B INTACT YELLOW Negative < LOD

115 FIRST MIMEO WALL DRYWALL B INTACT YELLOW Negative < LOD

116 FIRST MIMEO WALL CONCRETE D INTACT YELLOW Negative < LOD

117 FIRST MIMEO WALL CONCRETE D INTACT YELLOW Negative < LOD

118 FIRST MIMEO RADIATOR METAL D INTACT YELLOW Negative < LOD

119 FIRST STORAGE RADIATOR METAL D INTACT BEIGE Negative < LOD

120 FIRST STORAGE DOOR METAL A INTACT BROWN Negative < LOD

121 FIRST STORAGE WALL DRYWALL A INTACT BEIGE Negative < LOD

122 FIRST STORAGE WALL DRYWALL B INTACT BEIGE Negative < LOD

123 FIRST STORAGE WALL CONCRETE C INTACT BEIGE Negative < LOD

124 FIRST STORAGE WALL CONCRETE D INTACT BEIGE Negative < LOD

125 FIRST COAT ROOM WALL DRYWALL B INTACT BEIGE Negative < LOD

126 FIRST COAT ROOM WALL CONCRETE D INTACT WHITE Negative < LOD

127 FIRST COAT ROOM COAT RACK METAL D INTACT WHITE Negative < LOD

128 FIRST COAT ROOM DOOR CASING METAL B INTACT BROWN Negative < LOD

129 FIRST OFFICE DOOR CASING METAL B INTACT BROWN Negative < LOD
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130 FIRST OFFICE WALL DRYWALL A INTACT TAN Negative < LOD

131 FIRST OFFICE WALL CONCRETE C INTACT BEIGE Negative < LOD

132 FIRST OFFICE WALL DRYWALL D INTACT BEIGE Negative < LOD

133 FIRST OFFICE RADIATOR METAL C INTACT BEIGE Negative < LOD

134 FIRST SOUTH STAIRS RADIATOR METAL A INTACT BEIGE Negative < LOD

135 FIRST SOUTH STAIRS DOOR METAL A INTACT BROWN Negative < LOD

136 FIRST SOUTH STAIRS WALL CONCRETE B INTACT BEIGE Negative 0.18

137 FIRST SOUTH STAIRS WALL CONCRETE C INTACT YELLOW Negative < LOD

138 FIRST SOUTH STAIRS WALL CONCRETE C INTACT BEIGE Negative 0.16

139 FIRST SOUTH STAIRS WALL CONCRETE A INTACT BEIGE Negative 0.29

140 FIRST SOUTH STAIRS DOOR CASING METAL A INTACT BEIGE Negative < LOD

141 FIRST SOUTH STAIRS STRINGER METAL A INTACT BLACK Negative < LOD

142 FIRST NW STAIRS STRINGER METAL A INTACT BROWN Negative < LOD

143 FIRST NW STAIRS TREAD CONCRETE B PEELING GRAY Negative < LOD

144 FIRST NW STAIRS DOOR METAL C PEELING BEIGE Negative < LOD

145 FIRST NW STAIRS DOOR CASING METAL C PEELING BROWN Negative < LOD

146 FIRST NW STAIRS RADIATOR METAL B INTACT BEIGE Negative 0.5

147 FIRST NW STAIRS FLOOR CONCRETE B POOR GRAY Negative < LOD

148 FIRST NW STAIRS WALL CONCRETE A INTACT BEIGE Negative < LOD

149 FIRST NW STAIRS WALL CONCRETE B INTACT BEIGE Negative 0.16

150 FIRST NW STAIRS WALL CONCRETE C INTACT BEIGE Negative < LOD

151 FIRST NW STAIRS WALL CONCRETE D INTACT BEIGE Negative < LOD

152 FIRST NE STAIRS WALL CONCRETE B INTACT YELLOW Negative < LOD

153 FIRST NE STAIRS WALL CONCRETE C INTACT YELLOW Negative < LOD

154 FIRST NE STAIRS WALL CONCRETE D INTACT YELLOW Negative < LOD

155 FIRST NE STAIRS RISER METAL D INTACT GRAY Negative < LOD

156 FIRST NE STAIRS STRINGER METAL D INTACT GRAY Negative < LOD

157 BSMNT OPEN AREA DOOR WOOD B INTACT BEIGE Negative < LOD

158 BSMNT OPEN AREA DOOR CASING METAL B INTACT BEIGE Negative < LOD

159 BSMNT OPEN AREA WALL CONCRETE A INTACT WHITE Negative < LOD

160 BSMNT OPEN AREA WALL CONCRETE B INTACT WHITE Negative < LOD

161 BSMNT OPEN AREA WALL CONCRETE C INTACT WHITE Negative < LOD

162 BSMNT OPEN AREA WALL CONCRETE D INTACT WHITE Negative < LOD

163 BSMNT OPEN AREA WINDOW SILL WOOD A INTACT WHITE Negative < LOD

164 BSMNT BOILER ROOM WALL WOOD B INTACT GRAY Negative 0.13

165 BSMNT BOILER ROOM DOOR METAL A INTACT GRAY Negative < LOD

166 BSMNT KINDERGARTEN DOOR WOOD A INTACT BEIGE Negative < LOD

167 BSMNT KINDERGARTEN DOOR CASING METAL B INTACT YELLOW Negative < LOD

168 BSMNT KINDERGARTEN WALL CONCRETE A INTACT YELLOW Negative < LOD

169 BSMNT KINDERGARTEN WALL CONCRETE B INTACT BLUE Negative < LOD

170 BSMNT KINDERGARTEN WALL CONCRETE D INTACT YELLOW Negative < LOD

171 BSMNT KINDERGARTEN WINDOW WOOD D INTACT YELLOW Negative < LOD

172 BSMNT KINDERGARTEN DRAIN PIPE METAL C INTACT YELLOW Negative < LOD
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173 BSMNT KINDERGARTEN RADIATOR METAL C INTACT YELLOW Negative < LOD

174 BSMNT STORAGE A RADIATOR METAL C INTACT BLUE Negative < LOD

175 BSMNT STORAGE A WALL CONCRETE A INTACT BLUE Negative 0.1

176 BSMNT STORAGE A WALL CONCRETE B INTACT BLUE Negative 0.03

177 BSMNT STORAGE A WALL CONCRETE C INTACT BLUE Negative 0.15

178 BSMNT STORAGE A WALL CONCRETE D INTACT BLUE Negative < LOD

179 BSMNT STORAGE A DOOR CASING METAL A INTACT TAN Negative < LOD

180 BSMNT KITCHEN DOOR CASING METAL A INTACT TAN Negative < LOD

181 BSMNT KITCHEN DOOR METAL A INTACT TAN Negative < LOD

182 BSMNT KITCHEN WALL CONCRETE A INTACT TAN Negative < LOD

183 BSMNT KITCHEN WALL CONCRETE C INTACT TAN Negative < LOD

184 BSMNT KITCHEN WALL CONCRETE D INTACT TAN Negative < LOD

185 BSMNT KITCHEN CABINET METAL D INTACT WHITE Negative < LOD

186 BSMNT KITCHEN COLUMN METAL D INTACT BROWN Negative < LOD

187 BSMNT WOMEN WALL CONCRETE A INTACT YELLOW Negative < LOD

188 BSMNT WOMEN WALL CONCRETE B INTACT YELLOW Negative < LOD

189 BSMNT WOMEN WALL CONCRETE D POOR YELLOW Negative < LOD

190 BSMNT WOMEN PARTITION METAL D CRACKED YELLOW Negative < LOD

191 BSMNT WOMEN DOOR WOOD A INTACT BEIGE Negative < LOD

192 BSMNT JANITOR DOOR WOOD A INTACT BEIGE Negative < LOD

193 BSMNT JANITOR CEILING DRYWALL A PEELING BEIGE Negative < LOD

194 BSMNT JANITOR SHELF WOOD B PEELING YELLOW Negative < LOD

195 BSMNT JANITOR WALL CONCRETE A INTACT YELLOW Negative < LOD

196 BSMNT JANITOR WALL CONCRETE B INTACT YELLOW Negative < LOD

197 BSMNT JANITOR WALL CONCRETE C INTACT YELLOW Negative < LOD

198 BSMNT JANITOR WALL CONCRETE D INTACT YELLOW Negative < LOD

199 BSMNT MEN WALL CONCRETE A INTACT YELLOW Negative < LOD

200 BSMNT MEN WALL CONCRETE B INTACT YELLOW Negative < LOD

201 BSMNT MEN WALL CONCRETE C INTACT YELLOW Negative < LOD

202 BSMNT MEN DOOR WOOD A PEELING BEIGE Negative 0.4

203 BSMNT MEN PARTITION METAL A INTACT BROWN Negative < LOD

204 BSMNT BOY SCOUT FLOOR CONCRETE A PEELING RED Negative < LOD

205 BSMNT BOY SCOUT WALL CONCRETE A PEELING BEIGE Negative < LOD

206 BSMNT BOY SCOUT WALL CONCRETE B PEELING BEIGE Negative < LOD

207 BSMNT BOY SCOUT WALL CONCRETE C PEELING BEIGE Negative < LOD

208 BSMNT BOY SCOUT WALL CONCRETE D PEELING BEIGE Negative < LOD

209 BSMNT BOY SCOUT I BEAM METAL D INTACT RED Negative < LOD

210 BSMNT CLASSROOM C DOOR CASING METAL A INTACT BEIGE Negative < LOD

211 BSMNT CLASSROOM C RADIATOR METAL B INTACT BEIGE Negative < LOD

212 BSMNT CLASSROOM C WALL CONCRETE A INTACT YELLOW Negative < LOD

213 BSMNT CLASSROOM C WALL CONCRETE B INTACT YELLOW Negative < LOD

214 BSMNT CLASSROOM C WALL CONCRETE C INTACT YELLOW Negative 0.06

215 BSMNT CLASSROOM C WALL CONCRETE D INTACT YELLOW Negative < LOD
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216 BSMNT CHOIR PRACTICE WALL CONCRETE A INTACT YELLOW Negative < LOD

217 BSMNT CHOIR PRACTICE WALL CONCRETE C INTACT YELLOW Negative < LOD

218 BSMNT CHOIR PRACTICE WALL CONCRETE D INTACT YELLOW Negative < LOD

219 BSMNT CHOIR PRACTICE DOOR CASING METAL D INTACT BROWN Negative < LOD

220 BSMNT LAV B DOOR CASING METAL A INTACT BROWN Negative < LOD

221 BSMNT LAV B WALL CONCRETE B POOR YELLOW Negative < LOD

222 BSMNT LAV B WALL CONCRETE C INTACT YELLOW Negative < LOD

223 BSMNT CLASSROOM B WALL CONCRETE A INTACT BLUE Negative 0.09

224 BSMNT CLASSROOM B WALL CONCRETE B INTACT BLUE Negative < LOD

225 BSMNT CLASSROOM B WALL CONCRETE C INTACT BLUE Negative < LOD

226 BSMNT CLASSROOM B WALL CONCRETE D INTACT BLUE Negative < LOD

227 BSMNT CLASSROOM B RADIATOR METAL D INTACT BLUE Negative < LOD

228 BSMNT CLASSROOM B DOOR CASING METAL A INTACT BLUE Negative < LOD

229 OUTSIDE DOOR CASING METAL A INTACT BROWN Negative < LOD

230 OUTSIDE DOOR WOOD A INTACT WHITE Negative < LOD

231 OUTSIDE DOOR METAL A PEELING WHITE Negative < LOD

232 OUTSIDE DOWN SPOUT METAL A INTACT BROWN Negative < LOD

233 OUTSIDE DOOR WOOD C INTACT RED Negative < LOD

234 OUTSIDE WINDOW CASING METAL C INTACT BROWN Negative < LOD

235 OUTSIDE OVERHANG METAL C PEELING BROWN Negative < LOD

236 OUTSIDE CLAPBOARD SIDING WOOD C INTACT WHITE Negative < LOD

237 OUTSIDE CLAPBOARD SIDING WOOD A PEELING YELLOW Negative < LOD

238 OUTSIDE CLAPBOARD SIDING WOOD B PEELING YELLOW Negative < LOD

239 OUTSIDE CLAPBOARD SIDING WOOD C PEELING YELLOW Negative < LOD

240 OUTSIDE CLAPBOARD SIDING WOOD D PEELING YELLOW Negative < LOD

241 CAL_CHECK Negative 0.9

242 CAL_CHECK Negative 0.9

243 CAL_CHECK Negative 0.9

244 CAL_CHECK Negative 0.8

SANCTUARY includes Choir, Junior Choir, Chancel areas

PARLOR includes Narthex, Lobby/Waiting areas

CORRIDOR includes Passage area

BASEMENT OPEN AREA includes Corridor 1, Stage, Corridor 2 areas

BASEMENT KINDERGARTEN includes Nursery/Pre‐School, Lavatory A areas

BASEMENT WOMEN includes Lounge

< LOD = less than Limit of Detection
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